




























































































groundwater  (UN  2013).      The  ‘future  proofing’  of  groundwater  investments  is  therefore  vital, 




crisis of  failure. More  than 30% of  sources  are non‐functional within  a  few  years of  construction 
(Rietveld et  al. 2009, RWSN 2009,  Lockwood et al. 2011) and a greater number are  seasonal  (for 
example 50% in Sierra Leone) (MoEWR 2012). The accumulated costs to governments, donors, and, 
above all, rural people, are enormous.   The original benefits generated by the new  infrastructure – 
improved  health,  nutrition,  time  savings,  education,  particularly  for  the  poorest  –  are  lost  if 
improved services cannot be sustained. The cumulative effect of rural water supply failure  in Africa 
over  the past  20  years has been  estimated  by  the World Bank  to  represent  a  lost  investment  in 
excess of $1.2 billion. 
 
Critically,  there  is  limited  data  or  analysis  on why  sources  are  non‐functional  and  therefore  little 
opportunity to learn from past mistakes.  
 
This  report  provides  a  summary  of  the  work  undertaken  by  the  UK‐funded  UPGro  research 
programme  ('Unlocking  the Potential  for Groundwater  for  the Poor')  for  sub‐Saharan Africa  (SSA) 
funded  by  the Natural  Environment  Research  Council  (NERC),  the  Economic  and  Social  Research 
Council (ESRC) and the Department for International Development (DfID).  The Catalyst Grant project 
‘A Hidden Crisis’ was aimed at developing a methodology and  toolbox to  investigate  the causes of 
failure  in  groundwater‐based  water  services  in  SSA,  which  could  form  the  foundation  for  more 
substantial and larger‐scale research in the future to develop a statistically significant evidence base 
to examine water point functionality and the underlying causes of failure across a range of physical, 
social,  institutional  and  governance  environments  in  SSA.    To  test  the  toolbox  and methodology 
developed, a pilot study was conducted in northeast Uganda 
 
Overall,  the approach and methods developed  in  the catalyst project have been shown  to make a 
significant  step  towards  developing  a  replicable  and  robust  methodology  which  can  be  used  to 
generate  a  systematic evidence base  for  supply  failure.     The work has  gone  a  significant way  to 
encapsulating the complexity of the interlinked aspects of the problem, balancing the natural science 
and  engineering  (“technical”)  aspects  of  the  research  with  those  concerning  the  ability  of 
communities to manage and maintain  their water points  (the “social” aspects).   The multiplicity of 
interlinked causes of water point failure was explicitly acknowledged and taken into account through 
the use of multi‐disciplinary field and analytical methods within the toolbox and  in selection of the 








have  enabled  a  clear  insight  to  the  importance  of  corrosion,  poor  siting  and  poor  supervision  of 
contractors to water point failures in the area, against a backdrop of weak institutional support and 
inappropriate practices of  implementers. This  is a significant  finding  from the pilot study, as water 
point  failure  in  this  region  has  traditionally  been  attributed  to  inadequacies  in  community 
management (both social and financial management facets) and evidence to suggest otherwise was 
largely anecdotal. 
Key  lessons  learnt  from  the  study  approach  and  methods  will  need  to  be  considered  in  future 
research on  this  topic.     At present,  the methodology of  the pilot study remains multi‐disciplinary, 
and does not undertake  truly  inter‐disciplinary analysis of  the  research data.   Future  research will 
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ability of development partners  to accelerate and  sustain access  to groundwater  (UN 2013).   The 
‘future proofing’ of groundwater  investments  is  therefore  vital,  in  the  context of  global  and  local 
trends  including demographic  shifts, environmental  impacts of human activity and climate change 
(Taylor et al. 2013).  In Ethiopia alone, over US$1.7 billion will be needed  to meet  the  rural WASH 
target  over  the  next  5  years,  with  the  largest  proportion  targeted  at  groundwater‐based  water 
services (FDRE 2013). The returns – improved health, nutrition, time savings, education, particularly 
for the poorest – are well rehearsed, with women and girls benefiting most (UN 2013, Hunter et al. 
2012).   But these benefits, and the original  investments, will be  lost  if  improved services cannot be 
sustained.  
 
The  risks  are  real  and  the  evidence  on  sustainability  indicates  that  newly  developed  rural water 
sources are often abandoned, or provide only intermittent, poor quality services. Existing published 
evidence  for  SSA  is  fragmented  and methodologically  unclear,  but  suggests  that  30%  or more  of 
groundwater‐based  water  sources  ‘fail’  within  a  few  years  of  construction  (Rietveld  et  al.  2009, 
RWSN 2009, Lockwood et al. 2011) and a greater number can be seasonal (for example 50% in Sierra 
Leone) (MoEWR 2012). Critically, there is limited data or analysis on why sources are non‐functional 







for  SSA  funded  a  one‐year  pilot  study  to  develop  a  methodology  to  investigate  the  causes  of 
groundwater‐based service  failure  in sub‐Saharan Africa.   The  intention  is  for  this methodology  to 
form  a  foundation  for  more  substantial  and  larger‐scale  research  in  the  future  to  develop  a 
statistically  significant  evidence  base  and  examination  of  water  point  functionality  and  the 


























The pilot  study brought  together  a multi‐disciplinary  research  team of  groundwater,  institutional, 




Although  there  are  few published data on post‐construction  sustainability,  there  are  a  significant 
number  of  datasets  held  by  WaterAid,  RiPPLE,  UNICEF,  RWSN  and  partners,  as  well  as  within 
consultant  reports  in  the  grey  literature,  that  could  be    re‐analysed  to  provide  an  initial  semi‐
systematic  evidence  base  on  the  scale  of  the  problem.  The  recent  implementation  of  post‐




Development of a diagnostic  framework to examine causes of  failure based on: evidence  from the 
initial  review  (point  1);  and  expertise  on water  supply  sustainability within  the  research  team,  in 
relation to both groundwater resources, social science and borehole engineering, in addition to the 













engaged end users of the research  in  the pilot study  from the outset. This  led  to co‐production of 
knowledge, which is recognised as an effective pathway for uptake of research. The project engaged 
with  national  Government,  local  government,  local  NGOs  and  practitioners,  as  well  as  the 
communities dependent on failing supplies.  This was facilitated through WaterAid Uganda’s country 





much wider  area of  sub‐Saharan Africa.    If  funded,  this will enable  a much  fuller  and  statistically 















August:  reconnaissance  fieldwork  by  WaterAid  Uganda  and  district  officers  to  identify 
appropriate   sites for the pilot study  in northeast Uganda, based on criteria defined by the 
partners, and partner/district records of failed water points.  






























Extending  access  to  improved  services  for  the  estimated  300 million  inhabitants of  SSA  currently 
without access to safe water is fundamental to many development efforts to improve health, reduce 




has  been  little  assessment  of  the  sustainability  of  new  water  points,  and  this  is  increasingly 
recognised  as  having  obscured  a  hidden  crisis  of  supply  failure  (DFID,  2012;  Calow  et  al.  2013).  
Furthermore, there were 64 million more people unserved in the region in 2012 compared to 1990. 
 
Available evidence  for SSA, albeit  fragmented and methodologically unclear,  suggests  that 30% or 




around  30%  over  the  past  40  years,  despite  a  major  shift  towards  increasing  community 
management and demand responsive approaches in the 1980s by NGOs, governments and donors to 






Improving  the  sustainability  of  supplies  is  vital  if  the  benefits  –  improved  health,  nutrition,  time 
savings, education, particularly for the poorest – of original investments in WASH are not to be lost.   
DFID has earmarked over US$100 million for Ethiopia, with a similar sum set aside for Uganda, Sierra 
Leone  and  Malawi  combined  (Rietveld  et  al.  2009).    However  the  benefits  of  these  future 
investments will be  lost  if  improved  supplies  cannot be  sustained  (Adow et  al 2013).    In Malawi, 





development  partners  to  accelerate  and  sustain  access  to  groundwater  (UN  Water  2013).  The 
characteristics  of  groundwater,  and  its  relative  ubiquity,  favour  its  development  for  meeting 
dispersed  rural  demand  at  low  cost  and  recent  publication  of maps  of  groundwater  storage  and 
expected borehole yields for Africa has intensified interest in its use to alleviate poverty and increase 
water security (World Bank 2009; MacDonald et al. 2012). These new international goals, known as 
the  Sustainable Development Goals  (SDGs)  are  also  likely  to  call  for higher  and more  sustainable 







Achieving  improved  sustainability  of  supplies  under  the  SDGs  will  require  a  step‐change  in 
understanding of  the  inter‐related causes of water point  failure and unreliability, and actions  that 
can be  taken  to mitigate  risks.    In  the  absence of  systematic  evidence base or  agreed diagnostic 
analysis on why sources are non‐functional  there  is  little opportunity  to  learn  from past mistakes.  
Growing  evidence  indicates  that  this  is  not  a  simple  problem  solved  by  capacity  building  alone, 
additional finance, or a new design of pump.  The roots of failure are likely to lie in a complex set of 
multifaceted  issues  in which  there are  immediate  causes of  failure  (e.g. poor  siting,  lack of  spare 
parts,  basic  maintenance)  and  more  systemic,  deep‐rooted  underlying  conditions  that  shape  an 
environment in which failure is more or less likely – Figure 1.   
 
This  pilot  study  has  begun  to  develop  a  robust  methodology  and  approach  to  the  systematic 











Despite  the  scale  of  the  problem,  there  is  little  evidence  on  why  groundwater‐based  supplies 
continue  to  fail  in  SSA.  There  are  many  opinions  amongst  local  practitioners,  water  users, 
hydrogeologists and government staff as to why supplies fail (Danert 2013).  One of the main reasons 
cited  is  poor  construction  quality  of  boreholes  –  the  use  of  cheap  materials  and  borehole 





water points, which  fails  to  take  full account of  local hydrogeological  conditions and  to optimally 
exploit groundwater potential  is another key  issue  raised by practitioners  (e.g. Harvey 2004).   The 
disconnection  of  siting,  design  and  construction  processes  for  new  boreholes  often  leads  to 






requires  an  understanding  of  (1)  groundwater  resources,  (2)  water  point  siting,  design  and 






use  and  climate  (both  current  and  historic).  The  interplay  of  these  factors  gives  rise  to  complex 
hydrogeological environments with countless variations in the quantity, quality, ease of access, and 




variations  in groundwater resource availability and aquifer parameters (e.g.  local‐scale variations  in 
permeability) play in supply failure in different hydrogeological settings.   
 
Groundwater  chemistry,  in  addition  to  being  a  significant  health  hazard  in  areas  with  elevated 
Arsenic or Fluoride, can also have a major influence on borehole and pump performance (Nash and 
McCall 1995; Selinus et al. 2013).   This  is particularly  the case  in areas with acidic, mineralised or 




groundwater  resources  (Taylor et al. 2013) and  supply  failure.   Despite  concerns  that  rural water 
supplies may  fail  due  to  a  lack  of  recharge  and  local  over‐exploitation  of  groundwater  resources 




Seasonal  failure of  shallow borehole  supplies  is often argued  to  reflect  resource depletion, but  in 
reality the failure may relate to a number of issues, for example: increased demand on water sources 
in periods of drought (Calow et al. 2009); competing groundwater users in the dry season; or, strong 















split; and encrustation with  iron or manganese can  limit water  flow  into  the borehole.    If a water 
source suffers from these issues then repeated handpump failures will be much more common.   
 
A  key  factor  for  the  success  of  a  borehole  supply  is whether  the  borehole  siting  and  design  are 





What  is  unknown  is  the  relative  significance  of  these  engineering  and  hydrogeological 





Other studies have highlighted  the critical  importance of  the procurement process  for high quality 
construction of water points and the long‐term functionality and sustainability of the points (RWSN 
2010).   Drillers  can  either  be  paid  in  a  lump  sum  for  the  number  of  boreholes  to  be  drilled,  or 
according  to  a  bill  of  quantities,  wherein  drillers  are  paid  per  metre  drilled,  and  per  hour  for 
development (e.g. purging and test pumping) and completion (e.g. insertion of sanitary seal, cleaning 
of borehole) of a water point.   Procurement by a bill of quantities has been found to be much more 




which  in  fact  have  marginal  yields  at  the  time  of  construction  and  which  may  be  even  less 
satisfactory in drier times.   
 
Effective and value‐for‐money  contracting also  requires adequate  technical  supervision of  the key 
stages of the construction process, and the pricing of contracts  is also  important. If the ‘per metre’ 
drilling  rate  is  very high  compared  to  the  ‘per hour’ or  ‘lump  sum’  rates,  then  in  the  absence of 
supervision there may be a temptation to drill deeper than strictly necessary and take short cuts on 




The  need  for  community  participation  in  the  planning  and  implementation  of  rural water  supply 
development projects became  increasingly apparent  in the 1980s when  it was recognised that top‐
down  centralised  approaches were  neither  affordable nor  effective  (MacDonald  et  al.  2005).  The 
ability of a community to repair, finance and manage a supply was thus considered essential to the 













supplies without some degree of  regular external support  that encompasses monitoring,  technical 
advice  and  assistance,  and  training  (Harvey  and  Reed  2007;  RWSN  2010;  IRC  2012;  Foster  2014) 
although  gaps  in  this  support  remain.  It  is  also  questionable whether  cost‐recovery  is  a  feasible 
model  for poor communities, many of whom  struggle  to  finance minor  repairs, and cannot afford 
initial capital costs, major  repairs or  rehabilitation. Finally, as with other causes of  failure,  there  is 





With  recent  focus  of  WASH  initiatives  having  been  on  strengthening  the  capacity  of  WUC  and 
waterpoint  committees  at  the  community‐level,  the  linkages  between  higher  level  socio‐political 
water  management  arrangements  and  local  level  arrangement  are  less  well  explored  and 
understood.    Studies  which  have  examined  both  local‐scale  and  wider  external  management 
structures have  found external support and policy  to be as significant as community‐management 






There  are  few  systematic  studies  addressing  the  causes  of  groundwater  based  supply  failure  in 
Africa.  Those that have been done have often been very small‐scale.  With increasing appreciation of 




of a  common diagnostic  framework  varying definitions of  failure are used and  few of  the  studies 
consider all  facets of  service  failure  (many  focusing on management of  supplies, whilst others are 
focused on  the quality of borehole  construction, or  the availability of groundwater  resources e.g. 
Owolabi  et  al. 1991).   Crucially,  there  is  a  lack of  research on how  the different  facets of  failure 
interact (e.g. technical and institutional factors) to cause failure of a water point.  A few studies, such 
as those by Whittington et al. (2009) in Ghana, and Harvey et al (2002) in Zambia (part of the DFID‐
funded  research  project  ‘Guidelines  for  Sustainable  Handpumps  in  Africa’),  have  evaluated  the 
significance of different  factors   contributing  to supply  failure within an  individual area, but  in  the 
absence of a common framework with which to compare these studies and extrapolate the results to 










functionality  in  SSA  do  provide  some  insight  into  the  scale  of  non‐functionality  in  handpump 
supplies,  and  also  importantly,  to  the  prevalent  primary  symptoms  and  causal  factors  of  failure.   
The limited evidence suggests that rates of failure have remained stubbornly high at between 30 and 
50%  over  the  past  40  years  (McPherson  and  McGarry  1992;  Lockwood  and  Smits  2011).  Non‐
functionality  figures  in Africa  are  indicated  to be  approximately 30%,  and  there  are  shown  to be 
similar symptoms of failure across a range of physical, social and governance settings and in different 




supplies  surveyed were  functioning but a  further 25% of  these  supplies had  some problems with 
insufficient yield and inadequate quality.  In up to 15% of supplies there was premature wear caused 
by  high  demands  (>100  households  using  the  supply),  and  in  10%  poor  maintenance  due  to 
unmotivated Water User Committees (WUCs) at the supplies.   In Nigeria a post‐construction audit of 
borehole  handpump  supplies  found  success  rates  varied  by  up  to  30%  between  different  drillers 
(varying  from 70‐100%)  (Owolabi et al. 1994).   There  the primary  symptom of  failed  supplies was 
seasonally low yield.   The study focused heavily on the technical factors contributing to failures, but 








in  the  performance  capability  and  increased  drawdown  in  the  borehole.    The main  contributory 
factors  giving  rise  to  these  issues  were  identified  to  be:  a  lack  of  proper  evaluation  of  the 
groundwater  resources and poor siting of  the boreholes  in  the  sedimentary bedrock aquifer, poor 




recommendation  for  improving  water  point  functionality  in  this  region  of  Nigeria,  alongside 
developing an effective maintenance culture – something also  found to be an underlying  factor  to 
studies of supply failure in Botswana (Riekel 2002).  These recommendations are also advocated by 










































































The  Research‐inspired  Policy  and  Practice  Learning  in  Ethiopia  and  the  Nile  Region  (RiPPLE) 
programme has undertaken some of  the most systematic studies of groundwater supply  failure  to 
date (Abede and Hawassa 2008; Deneke and Hawassa 2008).  These studies collected qualitative and 
quantitative data on water point failure from community and district government‐level surveys and 
discussion  groups,  resource  mapping,  and  physical  (external)  observations  of  water  points.  








design of  boreholes  relative  to  local hydrogeology;  excessive demand on  individual water points; 
poor  capacity  and  lack  of  backstopping  support  from  district  government;  lack  of  technical  and 
managerial  capacity  to  run  groundwater  supplies  (at  all  levels:  government,  communities, private 
sector);  lack of coordination and communication, and a  lack of clarity  to  roles and  responsibilities 
between all actors; and  lack of spare parts and financing  (slow speed of maintenance)  (Abede and 
Hawassa 2008; Deneke and Hawassa 2008).  The findings also clearly reveal that supply sustainability 









chains,  including the water point  itself, and a wide variety of factors (technical, social,  institutional) 












The Amuria and Katakwi Districts of Uganda were considered an appropriate  location  for  the pilot 
study, based on: existing failure rates of groundwater based supplies in the region (typically around 
30%);  existing  strong  working  relationships  between  the  UK  project  team  members  and  the 
WaterAid Uganda programme  team  in  the  region;  and  the  existing  strong  links  and  collaboration 
between the research team and national‐level decision makers in the Government of Uganda (GoU) 





of  these districts  is approximately half a million, of which  it  is estimated 65% have access  to  safe 
water (MWE 2010).   In both districts the main water supply technology is deep boreholes (15‐100 m 
deep)  fitted  with  handpumps.    These  water  points  are  largely  community  managed  (90%),  and 









Uganda  has  a  tropical  climate, with  average  annual  rainfall  ranging  from  1500  to  2500 mm/year 
across  the  country.      Dry  northeasterly  and  northerly  air  masses  cause  the  northern  regions  of 
Uganda  to  be  drier  than  southern Uganda, where  Lake  Victoria  provides  a  continuous  supply  of 
moisture.   Rainfall  is seasonal  in Amuria and Katakwi Districts, with two dry seasons  (December to 
February,  June  to August)  in which  rainfall  is generally 20‐40 mm per month, and a wet season  in 
which monthly rainfall ranges from 100 to 150 mm (DWRM, 2010).   Mean annual rainfall in the two 










in  some  of  the  areas  of  highest  rural  population  (MacDonald  et  al.  2012).      They  can  provide  a 
complex and sometimes discontinuous aquifer with  low groundwater potential relative to some of 
the major  sedimentary  aquifers  in Africa, but which  generally  supports borehole  yields of 0.5‐1.0 
litres/second  if  the  boreholes  target  the  most  productive  parts  of  the  aquifer  and  are  properly 
constructed – Figure 3.  Aquifer systems in the Crystalline Basement Complex of sub‐Saharan Africa 
consist  of  a  weathered  regolith/overburden  of  variable  thickness  and  the  underlying  fractured 
bedrock, both of which can contain and transmit water – Figure 4.  Elsewhere in Uganda these two 
units are  found  to  form an  integrated aquifer system,  in which  the more  transmissive  (5‐20 m2/d) 
and  porous  weathered  overburden  provides  storage  to  the  underlying  fractured  bedrock 










(main  panel),  and  population  density  (upper 
panel).    
 
The  hydrogeology  of  the  basement  aquifer 
system  in  Amuria  and  Katakwi  Districts  has 
not  been  investigated  in  detail.    If  the 




by  including  screening  within  the  deeper 
regolith  horizon.  However,  without  detailed 
hydrogeological  investigations  it  is  not 
possible  to develop a good understanding of 
the  aquifer processes,  and what  is  the most 
appropriate borehole target and design.   
 
Groundwater  recharge  to  the  system  as  a 
whole  has  been  estimated  to  be  120‐150 
mm/year  by  Cuthbert  and  Tindimugaya 




Nearly  all  groundwater  based  supplies  in 
Amuria  and  Katakwi  Districts  are  deep 
boreholes fitted with a handpump – the India 
Mark  II,  India Mark  II Extra Deep Well, or U2 
handpumps  being  the  most  common  – 
Appendix  2.    ‘Deep’  boreholes  span  a  wide 
range  of  depths  from  15  to  100 m,  but  are 
typically in the range 40‐60 m.    Groundwater 
piezometric levels are generally 1 to 5 m below ground.   The standard construction of boreholes in 




general  practice  is  for  one  contractor  to  undertake  both  the  hydrogeological  mapping/survey 
investigations  as well  as  the drilling.    The procurement process  is  such  that  a  flat  fee  is paid per 
successful  borehole,  rather  than  by  a  bill  of  quantities  in  most  cases.  Where  the  survey  and 
























Water  and  Environment  (MWE)  surveys 
(MWE,  2010).      Failed  water  points  are 
found  throughout  the  districts,  with  no 
obvious  spatial  clustering  or  bias  (MWE, 
2010).   Reasons  for non‐functionality are 
put  forward  by  the  MWE  to  be  largely 


















in  SSA.      The  toolbox  provides  a  basis  for 
researchers  and  practitioners  to  begin  to 
develop  systematic  data  on  functionality.  This 
section  describes  the  development  of  the 
toolbox,  and  an  outline  of  the  methodologies 
contained  within  it.  Section  5  of  the  report 
describes  the  application  of  the  toolbox within 
the pilot study  in Uganda, and Section 9 at  the 
end of  the report provides a detailed review of 






was  developed  at  the  outset  of  this  work,  so 
that  the  toolbox  could  be  developed  to  be 
comprehensive,  applicable  to  a  range of  failure  ‘types’.     One of  the  key difficulties  in examining 
functionality data is that different studies use different definitions of functionality or failure, and as a 
result,  different  data  are  collected,  or  it  is  not  possible  to  compare  the  data meaningfully.    For 
example, studies often only consider a few aspects of failure, and are biased towards new boreholes, 
excluding older boreholes which have gone through cycles of failure and repair, seasonal failure (e.g. 














handpumps,  pumping  tests, water  chemistry  analyses)  to  collate  a wide  range  of  social  science, 
engineering  and  hydrogeological  data  from  a  failed  water  point  to  provide  a  detailed  post 
construction audit of  the water point and  the  local governance arrangements.   Equal emphasis  is 
given to the social science and technical and engineering investigations within the toolbox.  The data 











The  toolbox  is designed primarily  as  a  field‐based  tool, with  the different data  collation methods 
being employed in a rapid phased approach; an initial phase of reconnaissance work to identity the 
total  number  and  different  immediate  symptoms  of water  point  failure  in  an  area;  then  focused 
research at a selection of the sites involving community surveys to ascertain community capacity and 
management arrangements; and finally technical  investigations examining the possible engineering 











The aim of  the  reconnaissance  survey  is  to  identify  the  total number, and different  symptoms of 




test  report  completed)  are  collated  in  the  reconnaissance  phase  if  accessible.      These  are  vital 
information  to  be  able  to  accurately  interpret  data  collated  by  some  of  the  later  investigations 
contained within the toolbox.    
Local  practitioners  and NGOs  play  a  key  role  in  the  reconnaissance  survey work,  based  on  their 





throughout  the  districts,  and  discussions  with  communities.    They  also  are  able  to  provide 
information to the typical frequency and types of water point failures in an area. 
The  information  collated  in  the  reconnaissance  survey  gives  a  sufficient  platform  to  select  a 
















The  survey  methodology  developed  for  the  toolbox  partly  drew  on  the  Water  Economy  for 
Livelihoods Systems (WELS) analysis approach developed and tested under the RiPPLE programme in 
Ethiopia  (Coulter et al. 2010, Calow et al. 2013) and adapted by others  (e.g. Dessalegn et al. 2013; 














































































The design of  the  community  survey  reflects  a  trade‐off between depth of  analysis  and  the  time 
taken  to  complete  the  survey.    Detailed  community  surveys  and  WELs  analysis  take  place  over 
several  days  and  require  several  visits  to  the  communities  (Coulter  et  al.  2010).    The  aim  of  the 
toolbox  is  to provide a  relatively  rapid survey method, and  technical  investigations, which  take no 
















The  primary  survey  data  should  always  be  triangulated  with  the  information  gathered  in  the 









functionality  –  including  pump  installation  and  condition,  borehole  construction,  the  surrounding 
environment  and  groundwater  resource  –  see  Table  3.    None  of  the  individual  techniques  used 
within  the  toolbox are new, but  the use of all 
these  techniques  together  with  the  detailed 
and careful deconstruction, measurement and 
photography  of  the  failed  pumps  and 
boreholes, has not been done on a wide scale, 




collated  within  each  of  these  sections  are 
summarised in Table 3.  Table 4 provides more 



















































































































































3. Groundwater  chemistry  sampling  (both  well  head  measurements,  and  collection  of 
laboratory samples) 
4. A  repeat  CCTV  survey  downhole  survey  to  inspect  the  borehole  construction  and  repair 
status, whilst  the water‐level  in  the borehole  is  lowered as a result of  the pumping  test – 
clear  images  of  the  borehole  structure,  and  main  water  inflows,  can  be  obtained  for  a 








Bailer tests form a very useful  investigative technique  in areas of  low permeability aquifers.   A 
bailer  test  is comprised of  removing a  set volume of water  from  the borehole using a manual 
bailer  (or  bucket)  on  a  rope,  and  then  timing  the  rate  of  recovery  of  the water‐level  in  the 
borehole, following the removal of the displaced water volume (MacDonald et al. 2005).  Often 
in low permeability aquifers the local transmissivity is insufficient to conduct a full pumping test 
using a submersible electric pump.   Carrying out  the bailer  test  first gives a quick and  reliable 





The  groundwater  chemistry  samples  and  well  head  measurements  should  be  taken  after  a 
suitable period of pumping (during the pumping test if conducted), to ensure the samples are of 







services  fail  requires a  systems approach which  recognises  the many different  components of  the 
service delivery supply chain, including the water point itself, and variety of factors (technical, social, 
institutional) contributing to failure, which  interact and/or are  interlinked.   A systematic, diagnostic 
framework  that allows  for  comparative analysis  is essential  to understand  causes of water  supply 
failure in different socio‐economic and environmental settings.   With this aim, a root cause analysis 
approach was used  to begin  to develop a diagnostic  framework  for understanding why  the water 
points examined in this pilot study had failed. 
 
Root  Cause  Analysis  (RCA)  has  traditionally  been  developed  in  a  health  and  safety  context  – 
examining  the  conditions  and  decisions made which  ultimately  led  to  an  accident  or  emergency 
situation (Ragin 1999; Livingston et al. 2010).   However, the approach  is also useful for framing the 
issues of borehole and handpump failure, and  identifying the underlying root causes of the failure, 

















5  Why  was  there  this  lack  of  understanding  and  application?  –  Because  of  the  absence  of 
hydrogeological or engineering expertise  in  the design of programmes and contracts and a  lack of 









points  to  the  underlying  conditions  that might  underpin  the water  point  failure  –  ‘why wasn’t  a 
competent  technical  person  present  on  site  to  ensure  appropriate  water  point  design  and 
construction?’ This suggests either: the importance of having a competent individual present was not 
recognised by  implementing agencies and  local governments or  there was not a  sufficiently  sized 
pool  of  competent  individuals  to  draw  from.  Moreover,  when  implementing  agencies  and  local 
governments outsource all aspects of drilling (including supervision) to contractors they may create 
an environment in which there is little interest in competent supervision; or implementing agencies 
and  local governments are not willing  to  invest  in the cost of  technical supervision on site. Behind 
these  answers  there  are  further  ‘whys’  linking  to  the  deeper  institutional  capacities  and 
arrangements which can make water point failure more or less likely. 
 
A  second RCA approach – Causal  Link Diagrams – was  then used  to begin  to examine how  these 
different factors might interlink (Rooney and Vanden Heuvel 2004) – Figure 9.  This was very useful in 
identifying  the number  and  complexity of  inter‐linked  factors,  and  to begin  to  frame water point 








‘insufficient  yield’  (a  symptom  of  failure)  can  arise  due  to  low  groundwater  resource  potential; 
inappropriate design of the borehole in relation to the aquifer resource; or, inappropriate siting and 
borehole depth; or, high demand pressures.   As another example, mechanical failure can arise from: 
poor  installation  of  the  pump  and  inappropriate  construction  materials;  or  the  inability  of  the 
community  to  finance and  facilitate  repairs.   These  two sets of causal  factors may be  linked –  the 
community may not be willing to raise the finance for repairs if the handpump construction is poor 
and repeatedly fails.  The ability of a water user committee to repair the handpump is dependent on 
























































Why? There is no QC
authority for handpumps
Why? Borehole is not




Why? Insufficient support and
policy guidance from local and /
or central Government
Why? HPMs are
hard to findWhy? Water is
corrosive and / or
silt-laden
Why? Advice on pump materials
was poor and / or borehole
construction and development
were flawed
Why? Pump was not
installed correctly
Why? Users are
unwilling to pay the
required tariff
Why? Users are unable
to pay the required tariff
Why? There is no
culture of paying for
waterWhy? Community 'sensitisation' and
capacity development have been
ineffective in changing attitudes,
knowledge, skills and / or practices
Why? Users have
very little cash




maintenance are beyond the
skills of the community
Why? Community does not
receive external support to
manage its water point
Why? Conflicts, lack of trust and
/ or weariness with volunteering
reduce WUC effectiveness
Why? Borehole is too
distant from or far
down-slope of community
Why? Borehole was
poorly sited from user
point of view
Why? Some or all of users
are restricted from using
the source
Why? Taste, smell and /
or appearance are
unpleasant
Why? Water chemistry or
microbiology are below
national standards
Why? WQ testing has
not been enforced Why? Geogenic reasons, poor
source protection and / or




design principles by client
organisations
Why? A few communities lack
cohesion or the willingness to






Why? Water quality testing





The toolbox was applied to  investigate borehole‐handpump  failures  in the Amuria and Katakwi districts of 
northeast Uganda by the catalyst grant as a pilot study.   The main aim of this pilot study was to assess the 








 The study  focused exclusively on examining  failed water points which had been out of service  for 
more than three months, and considered ‘abandoned’.   
This  provided  some  guarantee  that  the  failed  water  points  identified  by  the  reconnaissance 
fieldwork would still be available as failed water points for the subsequent fieldwork investigations.  
Water  points  which  had  only  recently  failed  in  the  last  few  days  or  weeks,  and  had  not  been 
abandoned  in  the  long‐term,  had  a  much  higher  likelihood  of  being  repaired  by  the  time  the 
fieldwork took place.   This meant the study did not capture water points which were non‐functional 





Whilst  several  different  forms  of  groundwater‐based  systems  are  used  extensively  across  the 
continent (boreholes and hand dug wells and protected springs being the main types) each type  is 
likely  to  have  different  patterns  of  failure  –  for  example,  issues  of  demand  pressures,  resource 
availability, and engineering design, and  level of community management, are all  likely  to  interact 
slightly differently for each type of system.   Focusing on only one type of system enabled the pilot 
study  undertake  a  robust  and  focused  investigation  of  reasons  for  supply  failure.    Borehole‐






and District Water staff  in Amuria and Katakwi Districts, based on  their knowledge and observations  from 
their  regular  travels  throughout  the districts, and discussions with  communities. The perceived  causes of 
failure were recorded by partners and reported back to the research team.   Each water point was visited to 
verify that  it met  the selection criteria of having  failed  for more  than 3 months with some remains of  the 
handpump  still present,  and  to discuss with  the  community  if  they would be willing  for  a more detailed 
investigation  to  be  undertaken  involving  removal  of  the  hand‐pump  and  pump  rods,  and  downhole 
measurements and tests.   Key secondary data (e.g. borehole  log, driller’s  log, construction/completion  log, 
and any water quality analyses and pumping test report completed) were collated if accessible. 




10  water  points  examined  by  both  the  community  surveys  and  technical  investigations  were  carefully 
selected  to  ensure  a  range  of  failure  symptoms  (e.g.  inadequate  water  quality,  insufficient  yield  and 
 36 
 
mechanical  failure)  and  community  arrangements  (e.g.  participation  of  the  community  in  site  selection, 
presence and capacity of a WUC, ability  to  finance  repairs, access  to  the hand pump mechanic and other 









The  survey  consisted  of  a  semi‐structured  discussion 
with  each  community,  guided  by  a  template  providing 
key  questions  and  sub‐questions  for  more  detailed 
enquiry. The survey  took between  two and  three hours 
to complete with each community.  
 
Participants  included  water  users  (both  women  and 
men) and representatives of the Water User Committee. 
Group sizes and composition varied from community to 
community,  as  there  were  no  restrictions  on 
participation.  Although  the  groups  were  generally  too 







translated  the  discussions,  and  one WaterAid  programme  staff member  providing  logistical  support  and 
technical  backstopping.  The  local  NGO  organisations  WEDA  and  TEDDO  (partners  of  the  WaterAid 
programme  in  the  Amuria  and  Katakwi  field  areas)  were  vital  in  liaising  with  communities  to  ensure 
members of the Water User Committee (WUCs) or village elders were present to take part in the surveys, as 
well as to mobilise other participants. These  individuals were particularly knowledgeable  in reconstructing 






















and  pump  inspections;  a WEDA/TEDDO  staff member  and  a WaterAid  staff member who  facilitated  the 
fieldwork, led the community mobilisation and assisted with translations; and a handpump mechanic.    
 
Team  1  –  was  the  advance  team,  carrying  out  dismantling  and  inspection  of  handpump  condition; 
investigation of pump operation;  investigation of borehole construction, undertaking basic measurements 
(e.g.  location  coordinates,  borehole  depth,  rest  water‐level,  borehole  verticality);  and  some  further 
community  discussions  at  the  water  point.  These  observations  are  essential  to  determine  whether  the 
factors causing water point failure stem from deficiencies in borehole construction.  
 



























The  survey  showed  that  communities  collect  water  from  a  number  of  sources,  both  improved  and 
unimproved  sources,  for  different  purposes.    Boreholes with  handpumps were  the  predominant  type  of 
improved  sources  available  in  villages  surveyed  and  generally  preferred  over  unimproved  sources  for 








The extent  to which  communities were  consulted  and/or participated  in different  stages of  the planning 
processes for the water point in question varied considerably. Ideally a water point is developed because a 
community has expressed a demand or need for the intervention. This was true for at least two thirds of our 
sample.  In most of  these  cases  the  community  (or  local  school)  had  submitted  a written  request  to  the 
District Water Office  (DWO) which was  either  honoured  or  passed  on  to  an NGO.  Another  indicator  of 




















The  community  survey  data 
indicated  that  water  point 
construction  was  rarely  supervised 
properly,  if at all.  Ideally a  technical 
expert  such  as  a  hydrogeologist  or 
engineer  would  be  present 
throughout the process. At two sites 
a non‐technical expert from the local 
NGO was  supervising  throughout.  In 
six  other  cases  there  were  spot 
checks  during  construction  by  the 
DWO  or  NGO.  Communities  felt 






According  to  the  community 
discussions,  many  of  the  water 
points  surveyed  had  quality  and/or 
yield  problems  from  the  start, 
indicating  an  issue  with  siting  or 
construction.  Only  three  or  four 
were  functioning  for  one  year  or 
more  before  problems  arose.  Poor 
yield  manifested  itself  in  difficulties 
with pumping  and/or having  to  rest 
the  pump,  whilst  quality  was 
primarily  determined  by  sight  (e.g. 
milky  or  rusty  colour,  presence  of 
‘worms’  or  particles  in  the  water), 
smell  and/or  taste.  In  five  cases 
samples of the water had been taken 
away  by  local  experts  for  testing  at 





Half of  the  failed water points  surveyed had  fixed opening hours, primarily  to enable  supervision by  the 














































Typical  roles  on  the  WUC  included:  chairman,  secretary,  caretaker,  treasurer,  and  sometimes  health  or 
sanitation  and  hygiene  educator.  Caretakers were  responsible  for  day‐to‐day management  of  the water 
point,  including enforcement of by‐laws. Some WUCs met on a  regular basis, others only when problems 




(and  therefore  unmanaged)  for  several  years.  With  the  exception  of  four  cases,  communities  generally 
appeared to be satisfied with their WUCs. 
 
Six  of  the  WUCs  had  received  2‐3 
days  training  by  the  implementing 
agency  or,  in  one  case,  another 
NGO.  Another  three  claimed  to 
have  received  ‘some’  training, 
however half of the WUCs received 
no  training  at  all  (Figure  12). 
Training  usually  included  subjects 
such  as  looking  after  the  water 
point  (e.g.  fencing, using  the pump 
properly),  related  sanitation  and 
hygiene  issues  (e.g.  using  clean 
jerry  cans,  keeping  animals  away, 
location of latrines), and record and 
accounts keeping. Topics that were 
not  covered  were  preventative 






did  not  have  a WUC.  These  by‐laws  related  to  operation, maintenance  and  use  of  the water  point,  for 
example: opening times, proper use of the pump, keeping  livestock away, use of clean  jerry cans, keeping 
the  apron  clean,  maintaining  fencing,  no  bathing  at  the  water  point,  or  sweeping  the  area.  A  few 
communities  explicitly  mentioned  punishments  and  fines,  but  these  were  not  always  enforced.  Ten 





























HPM  support and  response  times were generally good, although many of  the problems encountered are 
clearly beyond HPM capacity, requiring major repairs, rehabilitation, or simply a new water point. Once the 
first breakdown had occurred, breakdowns  thereafter  tended  to occur  fairly  regularly  (every 2‐3 months). 
Moreover, as noted above, many of these water points failed within the first few months after construction. 




necessary  finance  i.e. collecting money  from community members, and  therefore delays  in contacting  the 
HPM. Access  to  spare parts was  sometimes a challenge due  to  the distance  to  the nearest  sizeable  town 
(Soroti) and associated travel costs, therefore a few communities purchased spares from the HPM or sub‐
county  office.  Beyond  the  HPMs,  external  support  to  communities  was  lacking.  Many  communities  had 
attempted  to  report  their problems  to  the DWO, another higher authority or an NGO but only a  few had 










The  data  indicate  that  the  crystalline  Basement 
Complex aquifer in the region is of low groundwater 




and nature of  the  regolith).   The  limited availability 
of  borehole  construction  records  restricted 
understanding of this aquifer system, particularly the 
thickness  of  the  regolith  and  how  it  varied  in  the 
study  area.  The  technical  field  investigations  were 
hampered  because  the  original  depths,  yields, 
regolith  thickness  and  water  levels  were  not 




Pumping  tests  indicated  the  aquifer  transmissivity 
(T) to range from 0.01 to >100 m2/d.   Transmissivity 
measured  from  pumping  tests  in  boreholes  which 
included  a  screened  section  in  the  regolith  aquifer 
ranged  0.01  to  15  m2/d.    In  the  boreholes  which 
entirely  cased  out  the  regolith,  and  in  which  a 
pumping  test  was  possible,  transmissivity  was 
indicated  to  be  highly  variable  ranging  from  <1  to 
632  m2/d  –  Figure  11.    At  three  water  points 
transmissivity  was  too  low  to  conduct  a  pumping 
test  at  a  discharge  rate  of  0.5  l/s.    Bailer  tests  at 
these points  indicated  the  resource potential  to be 
sufficient to sustainably support a hand pump.  Two 





Other work  in crystalline basement complex aquifers  in sub‐Saharan Africa across a  range of climates has 
found there can be sufficient storage and transmissivity in the weathered bedrock and overlying regolith to 
support handpump supplies (Chilton and Smith‐Carington 1984; Chilton and Foster 1995; MacDonald et al. 















with  handpumps) were  all  constructed  between  1997 
and  2012;  the  majority  being  constructed  between 
2007  and 2009.    Five of  the boreholes have  an open‐
hole  design  in which  the  weathered  regolith  is  cased 
out  completely  and  inflow  to  the  borehole  is  entirely 
from the fractured bedrock – Figure 13.  The other five 
have  a modified  open‐hole  design, with  the  borehole 
being  partially  screened  within  the  regolith,  enabling 
inflow  from  this  aquifer  as  well  as  the  underlying 




(125  mm)  uPVC  casing,  with  the  exception  of  the 
borehole  constructed  in  1997.    The  borehole  depths 
ranged from 31 to 82 m (average depth 55 m).  Two of 
the boreholes were measured as only 15 m deep, with 
the  screened  interval  entirely  within  the  weathered 
regolith.    Siltation  was  apparent  at  the  base  of  the 
boreholes, but  in  the absence of construction data  for 
these  it  is  impossible  to  know  if  the  siltation  has 
resulted  in a significant reduction  in the total borehole 
length.    Significant  siltation  would  indicate  the 
boreholes had been  inappropriately designed and/or poorly constructed and significant amounts of green‐





In  6  of  the  10  boreholes,  significant  inflows  of water were  observed  in  the  upper  11 m  section  of  the 
borehole, from the regolith and weathered bedrock – either from below the casing or through casing joints 
or screened  intervals.   In 5 of these, the shallow  inflows were the only, or main,  inflows observed.   Half of 
the  boreholes  examined,  however,  cased  out  the  regolith.    Even  so,  if  the  annulus  is  left  open  and  the 
bottom of  the casing  is not well sealed or seated, some water  from shallower depths may pass down  the 

































Groundwater quality  issues were observed at all but one of  the  failed water points and  inadequate water 




suspended solids, and was opaque  in appearance with a pale brown  to orange hue – Figure 14.    In some 
cases,  the  quality  improved  with  pumping  (Figure  14), 
but,  with  the  exception  of  one  site,  none  of  the 




sampling  are  shown  in  Table  6,  and  indicate  the 
groundwaters have  slightly  low  (acidic) pH  (8 of  the 10 
sites  having  pH  <6.5,  4  of  which  are  <6),  moderately 
mineralised (measured as specific electrical conductance 
(SEC))  and  moderately  soft,  with  relatively  low 
concentrations  of  calcium  and  magnesium  minerals 
dissolved  from  the  basement  rocks  into  the 
groundwater.    
 
Laboratory  analyses of  the  groundwater  samples  taken 
indicate relatively high organic carbon content (material 
derived from decaying vegetation, bacterial growth, and 
metabolic  activities  of  living  organisms  or  chemicals), 
with  average  NPOC  (Non‐Purgeable  Organic  Carbon  – 
commonly  referred  to  as  total  organic  carbon  (TOC)) 
measured as 0.8 mg/l (range 0.47 to 2.37 mg/l), and high 
dissolved  iron  (Fe)  content  –  average  total  Fe 600 µg/l 
(over half of  the  samples had Fe  in excess of 200 µg/l, 
with  three  >1000  µg/l).    The  high  iron  content  in 
abstracted waters is supported by corrosion and staining 
of  the  pump  components  and  by  observation  of 
significant  orange  staining  at  all  the  boreholes 
investigated  in  the  CCTV  surveys.  This  is  most  likely 
attributable  to  the high  iron content of  the waters, but 



















pH  Eh (mV)  DO (mg/l) HCO3 (mg/l) Estimated 
depth (mbgl) 
RWL (mbgl) 
A16  27.9  66.8  5.66  481  3.2  43.9  60  4.47 
A15  31.8  260  6.58  324  2.35  24.8  62  2.775 
A18  30.3  145.6  6.38  301.3  6.03  22.0  82  2.47 
A17  27.9  366  7.2  439.7  6.32  38.9  62  3.132 
A5  26.9  201  5.37  414.3  35.8  46  1.875 
K3  27.4  152.9       5.66  386  5.46  Silted to 15m 
K4 
K8  29.4  118.9       6.24  393.3  2.07  33.3  40 
K13  29.4  577       6.10  305  0.22  22.5  52.8  4.68 
K6  30.2  376       5.98  226  1.09  12.9  31  5.47 








The analysis of dissolved anthropogenic gas concentrations  (CFC, SF6)  indicates a difference  in  the ages of 
the waters abstracted from the water points.  Half of 
the  water  points  sampled  are  indicated  to  yield 
groundwater  with  a  residence  time  less  than  10 
years old, whilst  the other half of  the water points 
yield  groundwater  which  has  a  residence  time  of 
over 30 years old – Figure 15.  This difference is most 
likely attributable  to  the difference  in  the borehole 
designs  of  the  water  points.    Four  out  of  the  five 
samples  which  are  indicated  to  have  a  residence 
time  less  than 10 years were  from boreholes which 
contained  a  screened  section  within  the  shallow 
regolith.  Inflows of shallow groundwater, which will 
be  recharged  from  recent  seasonal  rainfall,  will 
therefore  inflow  the borehole.   These  inflows were 
observed  from  the  CCTVs  in  most  cases  in  these 
boreholes.   
 
Four of  the  five water  samples which are  indicated 
to  have  a  longer  residence  time  of  over  30  years, 
were  all  collected  from  boreholes which  cased  out 




All the boreholes examined were  fitted with  India Mark  II handpumps – Appendix 2 provides an assembly 









Handpump  installation: none of  the boreholes examined had  truly  vertical pump  stands,  indicating  some 
compromises were made to the quality of the construction and installation of the handpump.  Some of the 
installations also used short pipe sockets, leaving the joints more prone to failure than with longer sockets.  
All of  the handpumps used galvanised  iron  (GI)  rising main and pipe components.   There  is a high  risk of 
corrosion  of GI material within  certain  groundwaters,  leading  to  potential  joint  failure  and  pipe  parting, 
perforation and  leakage.   Use of PVC and or stainless steel materials for handpump components has been 
recommended by the RUWASA Programme in Eastern Uganda for this reason, since the 1990s.  Despite this 




8  pumps  which  could  be  inspected  not  showing  serious  signs  of  rising  main  corrosion.    In  six  of  the 
handpumps, there was significant damage or wear to the threads of the rising main pipes due to corrosion, 
which in one case led to loss of the pump components down the borehole when trying to remove the pipes – 
Figure  16.      In  five  of  the  handpumps,  significant 




use of galvanised  iron  in groundwater of slightly  low pH.  
Corrosion of  the GI materials will  contribute  to  the high 
dissolved  iron  content  of  the  water,  as  shown  by  the 
groundwater chemistry data in the previous section.    The 
widespread  corrosion  problem  indicates  GI  is  not  a 
suitable material for handpump installations in this region.  
Furthermore,  in  relation  to  the  ascetic  and  taste 
acceptability  of  iron‐rich  groundwater,  the  use  of  mild 
steel  borehole  casing  and  galvanised  pump  components 




the  communities  to have undergone  some  repair during 
their  lifetime,  the  most  common  repairs  being 
replacement  of  pipes,  chains  and  the  pump  cylinder.  
Replacement of leaking or damaged rising main pipes had 























not  match  the  aquifer  resource  available;  handpump  materials  are  inappropriate  and  possibly  of  poor 
quality; there has been a  lack of supervision of the construction of water points; siting processes are often 
inadequate; there are problems with recurrent finance to pay for operation and maintenance due to inability 
or  unwillingness  of  households  to  pay;  in many  cases  there  is  a  lack  of  adequate  training  and  capacity 
building  of  Water  User  Committees;  there  have  also  been  some  challenges  in  community‐based 
management such as enforcement of rules; most communities are unable to access higher‐level support to 
maintain water points.     All of  these  factors are  likely  to contribute,  to greater or  lesser extents,  to water 
point failure.  The data from the community surveys and technical investigations are brought together in the 



























explore origins of  corruption  in  rural water  supply  (Calow et al. 2012).    For  the purposes of  this work, a 
matrix approach was particularly helpful in identifying linkages between symptoms and causes of failure, but 























Corrosion of GI handpump components  is clearly shown  to be a significant causal  factor  in many cases of 
water point  failure  in  the  study  area, with  corrosion having  led  to, or  contributed,  to mechanical  failure 
and/or  poor  water  quality  in  almost  all  of  the  water  points  examined.    Corrosion  of  the  GI  handpump 













of  the  aquifer.    In half  the  cases where  low  yield was  reported  to have been  the main, or  contributory, 
symptom of  the water point  failure,  the 
borehole  design  had  cased  out  inflows 
from  the  shallow  regolith  aquifer, 
reducing  borehole  performance.  Poor 
construction  quality  (e.g.  repairs  re‐
threading  shorted  pipes  or  removing 
pipes)  was  also  found  to  be  significant 
contributory  factors  in  many  of  the 
water  points,  reducing  the  borehole 
performance  further.   These  factors are 
found  to  override  deficiencies  in  WUC 
capacity to manage and repair the water 
points  (e.g.  inability  to collect  fees,  lack 
of  training,  and  difficulty  in  accessing 
external  help  beyond  a  handpump 
mechanic) in the pilot study area.   These 
community  management  issues 
identified  would,  however,  be  much 
more  significant  factors  in  determining 
water point  functionality  in the absence 
of  underlying  problems  in  borehole 
construction.   
 
Figure  18  presents  the  full  results  from  the  fieldwork  and  the  causal  factors  ascertained  to  be  most 
significant for each of the failed water points.   Symptoms of failure are shown across the  left hand side of 















































































of,  causal  factors  are  apparent  at  this water  point which makes  it  an  interesting  case  to  detail  further. 
Pumping  tests  indicated  the aquifer  to have a  low  transmissivity, but borehole  inspection with CCTV also 





a more productive part of  the  aquifer might  also have  achieved  a better  yield.    It was unclear  from  the 
community discussions exactly what methods  and  investigations had been done  and by who,  to  site  the 
water point.  Poor siting and water point design are the most likely main factors causing failure.   
 
The  limited  capacity  of  the  community  to  undertake  repairs  and  limited  access  to  spare  parts,  whilst 
important, are not thought to have directly caused the water point failure  in this  instance, or be the main 
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the main  symptom.   High demand and  intensive use of  the water point  (which  served a  school) and  the 
pressure  this  placed  on  the  handpump  components,  combined  with  the  lack  of  training  and  limited 
management capacity of  the WUC  to  raise  finance  for  repairs, access  spare parts or higher‐level  support, 
were  identified  as  the main  cause  of water  point  failure.  In  this  case,  therefore,  social  and  institutional 
factors,  rather  than  technical  problems  were  the  dominant  cause  of  water  point  failure.    Nonetheless, 
mechanical corrosion of the downhole components of the handpump was also apparent, and is likely to have 
also  contributed  to  failure,  for  example  by  increasing  the  frequency  of  repair  and  hence  adding  to  the 








Figure 19 presents an alternative presentation of the research results.   Here the emphasis  is on  identifying 
weaknesses in different stages of the water point delivery chain.  A traffic light scorecard approach, similar 
to that used by the Water and Sanitation Programme (WSP) (2011) in their Country Status Overviews (CSO), 
is  used  to  assess  the  status  of  processes  related  to  ‘Pre‐construction’  of  a  water  point  (e.g.  the  siting 
processes),  ‘Construction’  (e.g. borehole materials, borehole design) and  ‘Sustaining’ of a water point  (e.g. 








which are of moderate  status are  shown  in orange  (e.g. WUC present and active but with  some capacity 
constraint);  and,  factors  which  are  of  largely  satisfactory  status  are  shown  in  green  (e.g. WUC  present, 
active, and good capacity, adequate training received) – Figure 19.  Note that the traffic light scores can be 
influenced by changes to the descriptive key and scores are somewhat subjective.   Certainly the approach 
would  benefit  from  further  testing  and  adaptation.    However,  the  scorecard  does  provide  some  useful 
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Figure  19  –  (Top)  A  traffic  light  scorecard  approach  indicating  the  status  of  different  facets  of  water  pojnt 
implementation. (Bottom) A descriptive key of how the status of each of the different factors is defined in the Scorecard 


































































supply  failure  in the pilot study area. This  is a significant  finding  from  the pilot study, as water point non‐
functionality  in  this  region  has  traditionally  been  attributed  to  inadequacies  in  community management 
(both  social  and  financial management  facets)  and  evidence  to  suggest  otherwise was  largely  anecdotal 
(MWE, personal communication).  But what are the ‘root causes’ which ultimately drive these deficiencies in 
water point implementation? Why are inappropriate GI materials used in handpumps in the region, when GI 






by  the  key  step  to  improving  water  point  functionality?  Or  is  improving  community  access  to  external 




Siting, design and construction all  require  technical expertise  to ensure:  the borehole  is sited  in  the most 
productive part of the aquifer close to the community; the design of the borehole exploits the groundwater 
resource  to  best  effect;  the  construction  of  the  borehole  actually  matches  that  of  the  design,  and 
development,  testing and  completion  are actually  carried out.   Weaknesses  in, and disconnects between 
these  different  stages  of  water  point  construction,  due  to  the  absence  of  trained  technical  staff  (i.e.  a 
hydrogeologist or engineer) supervising water point  installation and construction processes,  is  indicated to 
be critical in many cases of failure in Amuria and Katakwi.    
 
Understanding  why  there  is  a  lack  of  supervision 
begins  to unearth  the deeper underlying causes of 
the water point failures in the area.  The shortage of 
trained  staff,  available  to  supervise  water  point 
constructions is one reason.  Profit driven incentives 
within  procurement  procedures  of  drillers  is 
indicated  to  be  another  key  reason.    The 
deficiencies  in  both  of  these  reflects  underlying 
conditions  of  entrenched  procurement  practices 
within the implementing agencies, key shortages of 
trained  staff,  and  a  lack  of  knowledge  of  the 
importance of both of  these  factors  to  the success 
of a water point.  
 
Siting  and  drilling  of  new  borehole  supplies  are 
procured at district level in Amuria and Katawi. The 
typical procurement procedure  is  for drillers  to be paid a  lump sum per number of boreholes which yield 
water.  Under these procurement incentives, rapid drilling and poor quality completion of boreholes is much 
more likely, which may result in common construction issues, such as: poor design of screening (and therein 
ingress  of  silt  to  the  pump  later),  inappropriate  borehole  design  for  the  aquifer  (there  being  no 
hydrogeological or engineer present to modify the drillers construction procedure based on the information 











Due  to  lack  of  trained  hydrogeologists,  and  also  the  knowledge  amongst  implementing  agencies  of  the 
importance of the siting of water points, to their long‐term success, drillers often undertake both the siting 









manage  and  sustain water  point  functionality.      However,  significant  deficiencies  in  the  capacity  of  the 
community management arrangements  to  sustain and manage  the water points were  still present  in  the 
pilot  study.   Had  the  issues  in  borehole  construction  not  been  present,  these  deficiencies  in  community 
management are likely to have significantly impacted on water point sustainability.    
 
All  of  the  community  WUCs  reported  limited,  or  no,  training  in  repairs,  several  had  difficulty  in  raising 
sufficient  finance  for  repairs  (in  some  cases  due  to  users  being  unwilling  to  pay  as  a  result  of  repeated 
failures and repairs), and all had  limited or no access (i.e.  immediate communication pathway) to external 
help beyond a HPM –  there was  little evidence of assistance  from District Water Offices  (DWOs) or  sub‐




of our sample,  it  is difficult  to ascertain which of  these different  factors  (lack of  training, problems raising 
finance, and weak external support) is most significant in hindering maintenance and repairs, or to delve into 
the  underlying  causes.  For  example,  do  problems  lie  predominantly within  the  community  or WUC  (e.g. 
tensions, fractions, disagreement), or does the issue lay with factors beyond the control of the community – 
i.e.  due  to  disconnects  in  the  chain  of  communication  between  community  WUCs  and  DWOs,  or  NGO 
officers and thereby, little or no access to sub‐country help?   If the lack of access to external support  is due 
to disconnects  in communication chains,  this  indicates an assumption within governing and  implementing 
agencies that community management capacity  is greater than  it  is, and there  is therefore an overreliance 











Without a robust evidence base  to determine  the main  factors causing water point non‐functionality,  it  is 
very difficult,  if not  impossible,  for  implementing agencies and government bodies  to develop and adopt 







also a critical need  for better knowledge within  local and national government of how  local communities 
function, and how they relate and  interact with higher‐level  institutions to manage, finance or repair their 
water  services,  and  how  these  interactions  and  social  and  institutional  processes  affect  sustainability  of 
community water services. 
 
The results of  the pilot study highlight  the  importance of a robust evidence base  for understanding water 
point failure and developing appropriate policy and practices to improve service sustainability.  Traditionally, 
poor community management capacity has been thought as the main causes of water point failure in Amuria 
and  Katakwi  Districts.    Ad‐hoc  observations  have  challenged  this  and  highlighted  poor  construction  and 
implementation practices to be significant also, but in the absence of a robust evidence base the MWE have 
been unable  to ascertain  the  relative significance of  these  factors.   The  results of  the pilot study begin  to 
provide this robust evidence base, and the results and the depth of the post‐construction audit carried out 
by  the  field methodology developed have been well  received by  the MWE.   Consequently,  the Ministry  is 
keen for expansion of the study to support the development of new policy and practice.  In the light of the 




This uptake and engagement with the research at a national government  level (discussed  in more detail  in 









The  project  engaged  from  the  outset  with  national  Government,  local  government,  local  NGOs  and 
practitioners,  as  well  as  the  communities  dependent  on  failing  supplies.    This  was  facilitated  through 
WaterAid Uganda’s  country partners and  contacts  in Uganda.   A number of  stakeholder workshops were 













source  failure  for  social/financial  reasons but  the UPGro  research also highlights  the  role of other  factors 
such  as  those  arising  from poor project  implementation. They would  like  the District Water Officers  and 
regional Technical Support Units to take up the  issues emerging from the research and find ways forward. 
The MWE expressed concern that the  investment that goes  into a borehole can be completely wasted  if a 
pump  pedestal  is  installed  incorrectly  or  if 
inappropriate  materials  such  as  corrosion  prone 
galvanised  iron are used  in pump  installation. They 
want more evidence to support the case for moving 
away  from use of galvanised  iron  in boreholes and 
felt  this  research  coupled  with  the  water  quality 
analysis  carried  out  by  WaterAid  greatly  added  to 
this  case.  The  challenge  is  to  create  demand  for 
alternative materials nationally. The use of stainless 
steel in boreholes (rather than GI) may add a cost of 




The  Ministry  wish  to  embark  upon  more  detailed 
investigations of  the causes of water  source  failure 












by wider research  to develop a systematic evidence base  for understanding  the underlying root causes of 
failures  in  groundwater‐based  water  supply  in  sub‐Saharan  Africa.      To  test  the  toolbox  methodology 
developed,  a  pilot  study  was  conducted  in  Eastern  Uganda  as  has  been  described  in  this  report.    An 
important part of this process has been to assess and review the toolbox approach for future improvement.  





to developing a  replicable and  robust methodology which can be used  to generate a systematic evidence 
base for water supply failure.   The work has:  
 gone a  significant way  to encapsulating  the complexity of  the  interlinked aspects of  the problem, 
balancing  the  natural  science  and  engineering  (“technical”)  aspects  of  the  research  with  those 
concerning  the  ability  of  communities  to  manage  and  maintain  their  water  points  (the  “social” 
aspects).   The multiplicity of  interlinked causes of water point  failure was explicitly acknowledged 
and taken into account through the use of multi‐disciplinary field and analytical methods within the 
toolbox and research team. 
















Due to the  limited time and scope given by the one‐year catalyst grant,  the study  focused on  information 








ii. The  surveys  did  not  explicitly  include  the  perspectives  of  private  sector  handpump  mechanics 







Sampling  bias  was  generated  in  the  pilot  study  results,  by  the  study  explicitly  examining  only 




been  found  to be more significant determinants of non‐functionality  in a sample characterised by 
‘repeated’ or ‘temporary’ failure rather than  in the one‐off catastrophic terminal failures examined 
in the pilot study that had been abandoned for several months. 
As  some of  the water points were quite old,  siting  reports, construction  records,  test pumping or 
water quality data were not  readily accessible.   As a consequence  the  information gathered  from 
communities about aspects such as siting, WUC training and supervision of construction could not be 
cross‐checked. 





point  functionality.   There  is,  therefore, a need  to widen  the analytical scope of  the methodology 
beyond the WUC.  
vi. The  study  involved a  single  ‘snapshot’ at  the end of  the dry  season.    Seasonal  changes  in water 
levels,  yields  and water quality  and  temporal  variations  in  the  significance of different  causes of 
failure could not be examined  in the study.   The community surveys also relied heavily on a single 
visit  to  each  village  of  2‐3  hours,  so  there were  limited  opportunities  to  follow  up  outstanding 
issues, or speak to different sub‐groups within the community to establish whether the data were 
representative. 








data  collected  in each phase and make decisions against agreed  criteria on where  the  subsequent phase 
would  focus.      Working  with  local  communities  through  the  local  NGOs  partners  and  the  WaterAid 
programme  was  very  effective  in  facilitating  the  fieldwork  and  gaining  trust  from  the  communities  to 
examine the water points.    
 
The  methods  of  the  technical  investigations  were  successful  in  generating  a  comprehensive  post‐
construction audit.  There were, however, some mixed results in the effectiveness of some of the individual 
methods of the downhole investigations.  Some form of yield test is essential, and our experience was that 
bailer  tests were generally more useful  than conventional pumping  tests, although where  the  latter were 
possible,  they  should  be  carried  out.    In  the  low  productivity  crystalline  basement  aquifer,  which 













were  all  required;  in  phase  2,  hydrogeologists,  handpump  mechanic,  translators,  NGO  partners  and 







The  study  set  out  to  investigate  methods  to  determine  why  water  points  (specifically  boreholes  with 
handpumps) fail.  The science, philosophy and logic of causation is a major field of research in itself, and at 
the  outset  it  was  not  clear  which  approach  or  approaches  would  be  most  suitable  for  the  study.    We 






possible  as  long  as  certain  conditions  are  fulfilled  (tyres  inflated,  motive  power  working),  but  other 
appurtenances (e.g. bicycle bell, car windscreen wipers) are less critical? 
 




implementers and  institutions are more  influential. This  is a significant  result, and one which  the DWD of 
MWE of Uganda has also found significant.   
Future research 
The  pilot  study  and methodology  recognize  the  inter‐disciplinary nature of  the  research  issues,  and  that 
many contributory  factors are  interlinked  in complex ways.   However,  the methodology of  the pilot study 
remains  multi‐disciplinary,  and  does  not  undertake  truly  inter‐disciplinary  analysis  of  the  research  data.  
Future  research  will  need  to  employ  inter‐disciplinary  analysis  methods,  and  also  widen  the  field  data 
collation  to  a  wider  array  of  the  institutional,  financial  and  governance  arrangements  which  determine 
service provision. 
 
Future  research  also  needs  to  reflect  the  roles  of  all  players  –  national Government,  local Government, 
development  partners,  private  sector,  civil  society  and  communities  –  in  defining  the  human  and 










examined, and  the  tools  required  to gather  the necessary data.   Analysing  the data collected  in  the pilot 
study  has  enabled  a much more  thorough  investigation within  the  Amuria  and  Katakwi  districts  of why 
systems  fail,  and  the  framework  developed  is  transferrable  and  could  be  incorporated  into  other 
functionality  studies  and  post‐construction  audits  to  generate  a much wider understanding  and  in‐depth 
dataset to determine why water points fail in other areas.   
 
The  results of  the pilot study, and  the efforts  to analyse  the data and  identify underlying causes of water 
supply  failure, have also highlighted several key gaps  in  the data and  the  research approach and  toolbox, 
where  more  focused  investigations,  particularly  in  relation  to  investigation  the  wider  governance  and 




external  support  (e.g.  DWO)  to  maintain  and  operate  a  sustainable  water  point.    A  better 
understanding of the wider institutional arrangements and how these are accessible to communities 
or WUC  is needed  in  future  research. For example, what direct external  support  is  there  in place 
from  local Government, NGOs and the private sector; how  is  this support structured, and through 
what  arrangements  is  it  accessible  to  the  community WUCs?  Is  access  to  external  support more 
important to long‐term functionality of supplies than the capacity and training of community WUCs? 
What expertise is most needed in external support (technical/managerial/financial)? Would greater 
access  to  private  investment  benefit  community  management  capacity?  What  other  community 
management structures exist away from the WUC? 
 A  better  understanding  of  the  processes  by  which  supplies  are  sited,  and  the  individuals  and 
organisations  involved – who commissions siting of new supplies, and  the procurement of drilling 






between  the  overburden  and  underlying  bedrock  aquifer  is  needed  to  indicate  how  important 
matching the borehole design to the local variations in aquifer horizons is to the borehole yield and 
in ensuring long‐term sustainability.    
 Has  long term recharge or demand changed the groundwater resources  in the Amuria and Katakwi 
area?  Little or no  information was  collected on  these  issues  in  the pilot  study, but  these are key 







for future success  in rural groundwater supply.   The research proposal  is centred on testing the hypothesis 
“The underlying causes of the rapid failure of approximately a third of African rural groundwater sources are 







investigate  some  of  the  more  nuanced  questions  about  why  water  points  fail,  including  a  much  fuller 
exploration  of  the  local  and  wider  institutional  arrangements  surrounding  service  delivery,  the  relative 
significance of these factors in determining failure, and the implications of long‐term and seasonal trends in 
climate  and  demand  pressures  for  sustainability  of  rural  water  supply.    The  project  aims  to  deliver 
recommendations  for diagnosing existing problems  in country programmes, and  for developing policy and 
practice to mitigate risks – overall, developing a ‘critical public knowledge’ of supply failure in Africa.  
 
The  research  represents a more  substantial and  larger‐scale  investigation of  supply  failure  in  sub‐Saharan 


























































































































































































































































































































































































































































































































































































































This table can be used by the field team after each site visit to give a quick overview of the key 
issues raised in the community survey. Note that this scoring is highly subjective and its use for 
analysis may therefore be limited. 
Please tick the appropriate boxes based on the team’s perception of the issues. 
 Yes Maybe (or to 
some extent) 
No (this is 
an issue) 
When the pump is working, the borehole can 
provide enough water to meet demand. 
   
The quality of the water is generally good. 
 
   
Borehole design and/or construction was 
good. 
 
   
The pump works well and does not break 
often. 
 
   
The borehole is accessible for most or all of 
the users (it is not too far away, and 
everyone can use it). 
   
The community was consulted during the 
pre-construction phase and participated in 
planning meetings. 
   
The WUC is strong and able to enforce rules 
for water access/use. 
   
Operation and maintenance is affordable for 
the community. 
 
   
The WUC has a good system for operation 
and maintenance. Breakdowns are reported 
quickly and mechanics are available when 
needed. 
   
The community receives adequate external 
support when needed. 
   
The community has an incentive to maintain 
the borehole because alternative water 
sources are not adequate. 
   
Other (please specify): 
 



































































































































Katakwi District                  
K1                      
K2    
K3     *     *  *              *  *                 *  *    
K4  *     * * * *  * * 
K6          
K8  *        * * * *    * *
K9                      
K10       
K12        *  *        *  *        *  *           *        * 
K13  *     *  * *    *
K15                         
Amuria District         
A1     *        *           *     *        *  *             
A2 






A15  *  * * * * * 
A16  *     * *  * * * 
A17  *  * * * * * * 
A18  *     * * *    * * * * 
A19             
A20       
  
 
 
Appendix 4 – laboratory analysis of inorganic groundwater chemistry 
 
 
  
 
 
   
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
    
